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Abstract 
Based on conventional static line rating method, the actual current carrying capability of overhead 
conductors cannot be judged. Due to continuous increment in electricity demand and the difficul-
ties associated with new line constructions, the overhead lines are therefore required to be rated 
based on a method that should establish their real-time capability in terms of electricity transmis-
sion. The method used to determine the real-time ampacity of overhead conductors not only can 
enhance their transmission capacity but can also help in allowing excessive renewable generation 
in the electricity network. In this research work, the issues related to analyzing an impact of wind 
power on periodical loading of overhead line as well as finding its static and dynamic ampacities 
with line current are investigated in detail. Moreover, the investigation related to finding a suita-
ble location for the construction of a 60 MW wind farm is taken on board. Thereafter, the wind 
park is integrated with a regional grid, owned by Fortum Distribution AB. In addition to that, the 
electricity generated from the wind park is also calculated in this project. Later on, the work is 
devoted to finding the static and dynamic line ratings for “VL3” overhead conductor by using 
IEEE-738-2006 standard. Furthermore, the project also deals with finding the line current and 
making its comparison with maximum capacity of overhead conductor (VL3) for loading it in such 
a way that no any violation of safe ground clearance requirements is observed at all. Besides, the 
line current, knowing the conductor temperature when it transmits the required electricity in the 
presence of wind power generation is also an important factor to be taken into consideration. 
Therefore, based on real-time ambient conditions with actual line loading and with the help of 
IEEE-738-2006 standard, the conductor temperature is also calculated in this project. At the end, 
an economic analysis is performed to evaluate the financial advantages related to applying the 
dynamic line ratings approach in place of traditional static line ratings technique across an over-
head conductor (VL3) and to know how much beneficial it is to temporarily postpone the rebuild-
ing and/or construction of a new transmission line. Furthermore, an economic analysis related to 
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wind power system is taken into consideration as well to get familiar with the costs related to 
building and connecting a 60 MW wind farm with the regional grid. 
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1. Introduction 
Power system owners are facing major challenges with changed electricity consumption patterns and increase in 
distributed generation [1] [2]. Furthermore, quality regulations in many countries (e.g. UK, Sweden and Norway) 
have increased the demand for cost efficiency and at the same time the demand for higher reliability [3]. Smart 
structural refurbishments are thus needed to increase the overall efficiency in the future. Today, power system 
capacity is set with a static limit based on worst-case scenarios. One solution to significantly decrease and/or 
delay future investment costs and still to meet the same requirements (increase in capacity of overhead lines) is 
Dynamic Rating (DR) [4]-[7]. 

DR is therefore identified as an important topic in the quest for the development of the electrical grid [8]. The 
concept implies that the capacity of a component dynamically varies as a function of external parameters, like 
weather conditions and loading history [9]. Traditionally, the rating is statically set from simulations of worst- 
case scenarios referred to as static rating (SR) [10]. This leads to a margin between the actually available capac-
ity and the rating itself, which is left unused [9]. The value of DR lies in utilizing existing equipment to a greater 
extent without passing loads which can lead to outages, broken components or extensive premature aging [9]. 

The DR concept can be used on different parts of power systems; in this paper, the specific case of applying 
DR on power lines is referred to as DLR. Wind power rarely reaches its maximum production. By implementing 
DLR and correlating the new ratings with wind power generation, the estimated time/risk of “overloading” can 
be significantly reduced [7]; for example, the probability is low that perfects wind conditions and extreme heat 
occur at the same time. This can remove or postpone some investment requirements [11] [12]. The methodology 
of this paper was developed around a real case study; adding 60 MW of wind power in a 130 kV sub-transmis- 
sion system and its impact was investigated in terms of line loading. Besides this task, the SR and DLR of an 
overhead conductor were calculated and compared with the line current. 

2. Theory behind Dynamic Line Rating 
By using equations 2.1 - 2.15 (based on IEEE-738-2006 Standard), the DLR of overhead conductors (equation 
2.34) can be calculated. SI units and the specifications of the parameters used in these equations are listed in 
Table 1. Based on these equations (2.1 - 2.15), it will be observed that conductor temperature actually varies 
with respect to heat input (gain rate) and heat output (loss) sources. The heat input (heat gained by the conduc-
tor) observed across the overhead conductor is due to ohmic losses and the solar heat gain (solar radiation or so-
lar flux) [13]. After being heated up, the heat energy gained by the conductor is lost by means of two factors, i.e. 
convection and radiation [13], known as heat output sources.  

According to the law of conservation of energy, there should always be a balance between heat gain and heat 
loss rates when not facing changes in conductor temperature, i.e. the heat balance equation 2.1 [14] must be fol-
lowed at times of steady state.  

GAIN LOSSHeat Heat=                                    (2.1) 

The following heat balance equation [14] represents the balance amongst heat gain and heat loss rates, i.e. 

loss solar convection radiationP Q Q Q+ = +                               (2.2) 

The ohmic loss lossP  (W) causes heat gain in the conductor and is calculated based on Equations (2.3) and  
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Table 1. Parameters for the dynamic line rating.                                                                                     

PARAMETER (S) SPECIFICATION (S) SI Units 

CTR
 AC resistance of conductor i at temperature Tc Ω/m 

iI  Current through conductor i A 

iβ  Solar absorptivity of conductor i  

ϕ  Total solar and sky radiated heat flux rate W/m2 

θ  Effective angle of incidence of sun rays degrees 

,p iA  Projected area of conductor i per unit length m2/m 

iD  Diameter of conductor i Mm 

AT  Ambient temperature ˚C 

,C iT  Temperature across conductor i ˚C 

highT  Max. Conductor (i) temperature ˚C 

lowT  Min. Conductor (i) temperature ˚C 

σ  Density of air kg/m3 

wV  Speed of wind at conductor i m/s 

α  Thermal conductivity of air at temperature Tfilm W/(m∙˚C) 

ε  Dynamic viscosity of air Pa∙s 

i∈  Emissivity of conductor i  

angleK  Wind direction factor  

φ  Angle between wind and conductor axis Degrees 

filmT  Film temperature ˚C 

eh  Conductor elevation above sea M 

 
(2.4) [14], i.e. 

loss
2

CTiP I R∗=                                       (2.3) 

( )high low

low, low
high low

C

T T
T C i T

R R
R T T R

T T

− 
= × − + 

−  
                           (2.4) 

Similarly, the solar heat gain can be calculated with the help of equation 2.5 [14]. From this equation, it is 
observed that this heat gain ( )solarQ  depends upon four main factors, i.e. on the projected conductor area, abili-
ty of the conductor to absorb sun rays, the conductor latitude, the number of hours of the day (having co-relation 
with direct sun radiation).  

( )solar ,sini p iQ Aβ ϕ θ=                                    (2.5) 

Furthermore, the heat loss rate is classified into two types, i.e. the heat loss due to convection and the heat 
loss due to radiation [13]. The convection heat loss rate is further classified into two types: natural convection 
and forced convection [9]. The natural convection heat loss rate NCQ  (W/m) is dependent upon conductor di-
ameter, the temperature across the conductor, and the ambient temperature [14]. It can be calculated with the 
help of Equation (2.6) [14]: 

( )1.250.5 0.75
NC ,0.0205 i C i AQ D T Tσ= × × × −                           (2.6) 

The forced convection heat loss rate mainly depends upon wind speed and its direction [13]. This heat loss 
rate is also classified into two categories, depending upon the magnitude of wind speed. At low wind speeds 
(lower than 4.47 m/sec [14]), the forced convection heat loss rate FC_lowQ  (W/m) will be calculated based on 
Equation (2.7) [14]: 
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( )
0.52

FC_low angle ,1.01 0.0372 i w
C i A

D V
Q K T T

σ
α

ε

 × × = + × × × −  
   

                (2.7) 

Similarly, at high wind speeds (higher than or equal to 4.47 m/sec [15]), the forced convection FC_highQ  
(W/m) is calculated with the help of Equation (2.8) [10]. 

( )
0.6

FC_high angle ,0.0119 i w
C i A

D V
Q K T T

σ
α

ε

 × × = × × × −  
   

                 (2.8) 

Moreover, in the case of low wind speeds, the larger of the two methods (natural or forced ventilation), should 
be used [14]. At zero wind speed, the forced convection heat loss rate will be zero. However, natural convection 
will help to reduce the conductor temperature [14]. To find the forced convection heat loss rate, the wind direc-
tion factor (Kangle) needs to be calculated, given in Equation (2.9) [14]: 

( ) ( ) ( )angle 1.194 cos 0.194 cos 2 0.368sin 2K φ φ φ= − + × + ,                  (2.9) 

where φ  (angle between wind direction and conductor axis) is kept almost fixed, i.e. around 90˚. Equation 
(2.10) provides the thermal conductivity of air (α ) at temperature Tfilm [14]. 

2 5 9 2
film film2.424 10 7.477 10 4.407 10T Tα − − −= × + × × − × ×                   (2.10) 

The average of ambient and conductor temperature (Tfilm) is given in Equation (2.11) [14]: 

,
film 2

c i AT T
T

+
=                                    (2.11) 

Equation (2.12) [14] represents the dynamic viscosity of surrounding air: 

( )1.56
film

film

1.458 10 273
383.4
T

T
ε

−× +
=

+
                             (2.12) 

The air density can be calculated based on Equation (2.13) [15]: 
4 9 2

film

1.293 1.525 10 6.379 10
1 0.00367

e eh h
T

σ
− −− × × + × ×

=
+ ×

                       (2.13) 

Equation (2.14) from IEEE-standard [14] gives the radiated heat loss rate radiationQ  (W/m), i.e. 
4 4

,
radiation

273 273
0.0178

100 100
C i A

i i

T TQ D
 +  +  = × ×∈ × −   

    
                  (2.14) 

Like the forced convection heat loss rate, the radiated heat loss rate depends upon the difference in tempera-
ture between overhead conductors and ambient: the greater the difference, the higher the radiation heat loss rate. 
After establishing the heat gain and heat loss parameters, the ampacity of conductor i can be calculated based on 
Equation (2.15) [14]: 

( ) ( )convection radiation solar A
C

i
T

Q Q Q
I

R
+ −

=                            (2.15) 

Based on the ampacity of the conductor as shown in Equation (2.14), it is evident that the convection and 
radiation heat loss rates affect the capacity of the conductor by allowing higher currents. Similarly, its ampacity 
is increased when the solar radiation is lower. Moreover, the thermal AC resistance also plays its role in deter-
mining the ampacity of the overhead line.  

3. Implementation of a Case Study 
3.1. Objectives 
An important goal of this paper is to evaluate the technical and economic aspects of dynamic line rating (DLR) 



S. Talpur et al. 
 

 
237 

across an overhead conductor (VL3) in a meshed 130 kV sub-transmission electricity network after integrating 
60 MW wind power with the regional grid of Fortum. 

The following specific objectives were formulated in this paper: 
• Evaluation of wind speed and its direction (relative to the axis of line conductor) on wind power production. 
• Development of a system model of wind power connection to a 130 kV system. 
• Assessment of power flow study after wind power connection. 
• Economic analysis of DLR implementation compared with traditional solutions. 

3.2. Overall System Introduction 
The area studied (area 160) belongs to the Värmland regional power system of Fortum Distribution AB and is 
located in western Sweden. The operational voltage is 135 kV and incorporates both industrial and residential 
loads. Initially, this power system was built by several large industries (paper and steel) around the mid-20th 
century and expanded during the exploitation of hydropower in the region. Now, in the north of the country 
there is large scale hydro power generation, whereas the south is dominated by consumption of electricity. 
Hence, this power system connects the electric power generation from the north with the loads in the south. 

Besides connections with local generation, it is also connected with other network owners, such as Norway in 
the west and Vattenfall in the east. The network is also connected with the Swedish national grid via two 
400-kVstations. The overhead line (VL3) connects an area with mainly power production in the north to a 
load-focused area in the east. Furthermore, the eastern area also includes a 400-kV connection. 

High stress on VL3 is observed during periods of low industrial loads and high hydropower production. The 
total load pattern in Värmland is found to follow annual fluctuations, as described in Figure 1. For each month, 
the power system balance was chosen with a load reduction according to Figure 1 and maximum power produc-
tion. Thus, power system situations causing high stress on VL3 were achieved. 

In Figure 1, the percentage indicates net power demand on monthly basis compared to the total connected 
load in the 130 kV regional network of Fortum, i.e. 910 MW in the whole year of 2012. From this figure, it is 
observed that during summer, power demand is comparatively lower than in the winter. The lowest power de-
mand is observed in July with 70% load remained switched off. The real-time weather data related to ambient 
temperature, wind speed and its direction was first gathered before calculating the DLR. This data was based on 
Karlstad municipality in Sweden and was obtained from the Swedish Metrological and Hydrological Institute 
(SMHI) [16]. 

3.3. Wind Power Information, Data and Assumptions Used in the Case Study 
3.3.1. Installation of Wind Turbines 
Technological advancements in power electronics have increased the scope of wind power [17]. Due to the un-
stable nature of wind speed and its direction, keeping the system voltage and frequency to its constant level re-
quires frequent use of power electronic equipment [17]. With the help of power electronic converters, constant 
electric power is sent to the active and/or passive loads at almost constant voltage [17]. Before installing wind 
turbines, a suitable location for the wind farm must be decided. In order to find such a location, many factors 
need to be considered; some important ones [18] are:  
• A large and open flat area.  
• Access to the road to carry out flexible installation and maintenance. 
• Access to the national/regional grid. 
• Low noise effect in the area. 
• Compliance with air traffic rules. 
• Consideration of the safety rules related to falling ice. 
• Appropriate distance from protected areas. 

Besides considering the technical benefits, it is important to take on board environmental and social perspec-
tives as well, so that a widely accepted location of the wind farm is chosen. In this study, the wind farm is as-
sumed to consist of 20 Enercon E−101 wind turbines [19], thus having an installed nominal power of 60 MW. 
The wind farm is assumed to be placed at Stöpsjön in close proximity to the regional grid. After considering the 
planned location for the wind farm, an optimal direction of the wind turbines had to be found. This decision was 
based on the results from wind roses. A wind rose is actually an important tool for determining the dominant  
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Figure 1. Net monthly power demand in Värmland regional network.                                                                                     
 
direction of wind speeds during a single year.  

In this project, the data related to wind speed and its direction was obtained from SMHI for a hub-height of 
100 m. Based on this data, a wind rose was plotted with the help of Enviroware® Software and is shown in Fig-
ure 2. Based on wind roses from 2012, as shown in Figure 2, t the wind speed in this region is observed to span 
over an interval, with a dominant direction around 180˚ even if all wind directions are represented during a year. 
Enercon E−101 wind turbines are used in this project to provide the required amount of electric power (a maxi-
mum of 60 MW). 

The diameter of this turbine is 101 m; an optimal distance between each of the 20 wind turbines is chosen in 
such a way that low wake, low noise and smaller interference effects should be observed. Based on these criteria, 
an optimal spacing is chosen amongst the turbines so that even at low wind speeds, sufficient power is obtained. 
In this project, it is assumed that a 7-rotor diameter distance is useful between the turbines located towards the 
main wind direction, while a 6-rotor diameter distance is optimum for the wind turbines facing an orthogonal 
wind direction [18], i.e. 
• Main wind direction distance: 707 m. 
• Orthogonal wind direction distance: 606 m. 

The power plants are located in two areas and based on the aforementioned distance between the installed 
wind turbines. Both fields are assumed to be identical in size, with total area equal to 3.427 km2. Moreover, the 
length of each field is found to be almost three times its width. 

3.3.2. Wind Power Generation 
Besides selecting a suitable location for the wind turbines, another important factor is their connection with the 
regional grid. This is a complex issue due to the unstable nature of wind power. The following issues from a 
general perspective must first be addressed properly [20]: 
• Power quality problems in terms of voltage dips and frequency variations. 
• Due to difficulties in predicting the wind power production, operation of power system can be significantly 

affected. 
• The considerable impact of wind inconsistency on system operating costs. 
• Power imbalance issues, i.e. more wind power generation than required or vice versa. 
• The need for reliable transmission planning to allow the electric power to flow from generation sources to 

load points. 
Figure 3 illustrates the wind speed and the generation during 2012. It is evident that the maximum wind 

speed at 100 - 110 meters of hub-height was obtained around 14 m/sec with the lowest around 1.5 m/sec. 
Another important observation from the graph is the trend of wind speeds with respect to variations in the  
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Figure 2. Wind Roses showing the wind direction at Stöpsjön.                                                                                     
 

 
Figure 3. Wind speed versus power generation.                                                                                     
 
seasons. Similarly, the average wind speed during the whole year is observed to be around 6 m/sec.  

3.3.3. Wind Energy Output 
Two important inputs from the projected wind farm site are required for calculating the annual electricity output: 
1) the power curve of the wind turbine and 2) the annual frequency distribution of the wind speeds. Both of 
these factors may help in providing a sufficient prognosis of electricity that a wind turbine can generate when 
installed at the given site [18]. A power curve gives an a rough estimate of the electric power that a wind turbine 
is expected to produce at different wind speeds [18], whereas the frequency distribution provides information 
regarding wind speeds at a site and information on how many hours a year the wind will blow at a certain wind 
speed [18]. 

From the power curve shown in Figure 4, it is evident that the cut-in speed of an E−101 wind turbine is 
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around 3 m/sec, i.e. when the turbine starts to generate electricity. Moreover, it indicates that the turbine is able 
to generate maximum (nominal) output power when it experiences a wind speed of around 12 m/sec. Table 2 
indicates the wind speed intervals and the annual frequency distribution with calculated power for the year of 
2012 for the aforementioned type of wind turbines located in the specified wind farm area.  

Based on data from Table 2, the annual electricity production is calculated to be around 68.19 GWh. Fur-
thermore, in Table 3 and Table 4, wind speed values across VL3 conductor and in the wind farm are mentioned 
for the whole year of 2012 (the data obtained from SMHI [16]). 

3.4. Dynamic Line Rating Approach Applied in the Case Study 
3.4.1. Weather Based Dynamic Rating 
The ampacity of a power system conductor is its ability to carry the maximum RMS (root mean square) current 
continuously without exceeding the temperature limit [21]. Hence, it limits the actual capability of transmitting 
electric power [22]. If the real-time weather-based information is used in place of fixed assumptions, then actual 
capacity of overhead lines can be obtained. This study is developed on the basis of equations provided in 
IEEE-738-2006 standard (see section0) [14] and the real-time weather data [22]. Mainly, DLR is used for two  

 

 
Figure 4. Power curve of enercon e−101 wind turbine [14].                                                                                     

 
Table 2. Annual frequency distribution of wind speeds.                                                                                     

Wind speed intervals [m/sec] Frequency distribution [%] No. of hours/year Calculated power [MW] 

0 - 0.75 8.70 762 0.00 

0.75 - 2.25 14.75 1296 0.03 

2.25 - 3.75 22.48 1975 0.74 

3.75 - 5.25 21.07 1851 4.00 

5.25 - 6.75 14.98 1316 9.58 

6.75 - 8.25 10.35 909 19.90 

8.25 - 9.75 4.57 402 34.20 

9.75 - 11.25 2.27 200 52.30 

11.25 - 12.75 0.57 50 60.00 

12.75 - 14.25 0.24 21 60.00 

>14.25 0.02 2 60.00 
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Table 3. Wind Speed [m/s] across Line VL3 and the wind farm from January to June 2013.                                           

D
ay

 January February March April May June 

*  

**
 

*  

**
 

*  

**
 

*  

**
 

*  

**
 

*  

**
 

1 2 3 3 4.5 2 3 3 4.5 3 4.5 2 3 

2 5 7.5 4 6 4 6 5 7.5 4 6 5 7.5 

3 6 9 2 3 1 1.5 3 4.5 1 1.5 4 6 

4 7 10.5 2 3 2 3 2 3 2 3 5 7.5 

5 5 7.5 1 1.5 2 3 5 7.5 7 10.5 4 6 

6 2 3 3 4.5 2 3 5 7.5 5 7.5 2 3 

7 2 3 2 3 5 7.5 3 4.5 5 7.5 4 6 

8 2 3 3 4.5 3 4.5 5 7.5 5 7.5 3 4.5 

9 1 1.5 3 4.5 5 7.5 5 7.5 2 3 3 4.5 

10 1 1.5 0 0 7 10.5 7 10.5 5 7.5 5 7.5 

11 3 4.5 2 3 3 4.5 1 1.5 5 7.5 1 1.5 

12 5 7.5 2 3 3 4.5 3 4.5 5 7.5 5 7.5 

13 8 12 2 3 4 6 4 6 6 9 4 6 

14 1 1.5 2 3 3 4.5 3 4.5 9 13.5 6 9 

15 1 1.5 2 3 5 7.5 4 6 3 4.5 3 4.5 

16 1 1.5 1 1.5 3 4.5 4 6 4 6 4 6 

17 2 3 1 1.5 4 6 2 3 6 9 4 6 

18 1 1.5 1 1.5 3 4.5 5 7.5 3 4.5 5 7.5 

19 2 3 3 4.5 5 7.5 6 9 3 4.5 5 7.5 

20 0 0 2 3 3 4.5 4 6 2 3 4 6 

21 1 1.5 3 4.5 3 4.5 1 1.5 4 6 2 3 

22 4 6 5 7.5 2 3 4 6 3 4.5 6 9 

23 3 4.5 4 6 2 3 4 6 3 4.5 4 6 

24 3 4.5 6 9 3 4.5 3 4.5 2 3 4 6 

25 1 1.5 7 10.5 1 1.5 7 10.5 4 6 3 4.5 

26 3 4.5 1 1.5 4 6 5 7.5 4 6 1 1.5 

27 5 7.5 1 1.5 4 6 7 10.5 4 6 2 3 

28 2 3 3 4.5 4 6 5 7.5 2 3 2 3 

29 4 6 

 

4 6 5 7.5 2 3 6 9 

30 3 4.5 7 10.5 2 3 2 3 4 6 

31 2 3 5 7.5  1 1.5  
*Wind Speed across line (VL3) [m/s]. **Wind Speed across wind farm [m/s]. 
 
purposes: first, to increase the capacity of overhead conductor in terms of transmitting the maximum electric 
current and second, to help in the transfer of electricity during peak load and emergency states [22].  

To gain an overall picture of the changes in conductor (VL3) ampacity based on SLR assumptions, see Table 
5. The results shown in Table 5 are calculated based on typical fixed weather assumptions, i.e. the highest am-
bient temperature, the lowest wind speed and the maximum solar radiation (during daytime) for a 30-kilometer 
long ACSR overhead conductor. Furthermore, it is observed from Table 5 that wind speed and its direction has  
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Table 4. Wind Speed [m/s] across Line VL3 and the wind farm from July to December 2013.                                           

D
ay

 July August September October November December 

*  

**
 

*  

**
 

*  

**
 

*  

**
 

*  

**
 

*  

**
 

1 4 6 5 7.5 3 4.5 5 7.5 6 9 3 4.5 

2 6 9 5 7.5 6 9 3 4.5 8 12 3 4.5 

3 3 4.5 4 6 4 6 5 7.5 3 4.5 2 3 

4 4 6 5 7.5 5 7.5 3 4.5 2 3 3 4.5 

5 4 6 3 4.5 3 4.5 1 1.5 3 4.5 7 10.5 

6 5 7.5 3 4.5 5 7.5 3 4.5 2 3 3 4.5 

7 1 1.5 3 4.5 3 4.5 3 4.5 2 3 2 3 

8 2 3 2 3 2 3 2 3 3 4.5 1 1.5 

9 5 7.5 2 3 3 4.5 4 6 5 7.5 5 7.5 

10 2 3 2 3 4 6 2 3 6 9 3 4.5 

11 2 3 3 4.5 9 13.5 1 1.5 7 10.5 3 4.5 

12 6 9 3 4.5 5 7.5 4 6 3 4.5 1 1.5 

13 6 9 3 4.5 3 4.5 6 9 5 7.5 1 1.5 

14 4 6 4 6 6 9 5 7.5 7 10.5 2 3 

15 2 3 2 3 4 6 5 7.5 5 7.5 6 9 

16 5 7.5 3 4.5 6 9 2 3 5 7.5 3 4.5 

17 3 4.5 5 7.5 6 9 4 6 3 4.5 4 6 

18 1 1.5 2 3 5 7.5 4 6 4 6 4 6 

19 3 4.5 4 6 3 4.5 2 3 6 9 2 3 

20 2 3 4 6 5 7.5 5 7.5 4 6 1 1.5 

21 1 1.5 3 4.5 2 3 2 3 5 7.5 3 4.5 

22 4 6 4 6 5 7.5 1 1.5 4 6 3 4.5 

23 6 9 3 4.5 2 3 1 1.5 4 6 6 9 

24 5 7.5 5 7.5 5 7.5 1 1.5 2 3 4 6 

25 2 3 3 4.5 5 7.5 3 4.5 5 7.5 1 1.5 

26 3 4.5 2 3 3 4.5 5 7.5 8 12 2 3 

27 3 4.5 4 6 2 3 4 6 8 12 3 4.5 

28 3 4.5 3 4.5 4 6 1 1.5 6 9 3 4.5 

29 2 3 4 6 3 4.5 8 12 6 9 8 12 

30 2 3 3 4.5 3 4.5 2 3 5 7.5 3 4.5 

31 3 4.5 3 4.5  5 7.5  5 7.5 
*Wind Speed across line (VL3) [m/s]. **Wind Speed across wind farm [m/s]. 
 
a huge impact on increasing or decreasing the conductor ampacity compared with changes in ambient temperature.  

Low ambient temperature combined with high wind speed and its direction (perpendicular to the position of 
the conductor) increases the conductor ampacity significantly. 

3.4.2. Line Current 
Line current represents the flow of current through a conductor during normal state in the power system. In this  
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Table 5. A typical example of weather effect on lineampacity, VL3 OH-line (30 km) with SLR assumptions: 30˚C, 0.6 m/sec 
and Day-time.                                                                                                                               

Variation in Weather Parameter (s) Change in Conductor ampacity 

Ambient Temperature (˚C) 
+5˚C Variation 
−5˚C Variation 

 
21.7% Decrease in Capacity 
17.7% Increase in Capacity 

Wind Speed (m/sec) at line corridor 
1 m/sec Increase 

45˚ angle 
90˚ angle 

 
 

24.8% Increase in Capacity 
36.9% Increase in Capacity 

 
project, line current was changed by varying the loads in the region around VL3. The load situation was adjusted 
according to the philosophy discussed in section 3.2. After variations in the system loads and by addition of 
wind power generation, the current and temperature across “VL3” overhead line were analyzed. Line currents 
were calculated with PSS/E® (power system simulation) software. 

The 60 MW wind farm was connected at 10 km distance from VL3 overhead line conductor in Fortum’s 130 
kV regional network. The network was simulated in PSS/e® software in the presence of wind farm. Besides the 
effect of wind power on line loading, the effect of loads connected in 130 kV regional network was also investi-
gated in this research work. The rating of these loads was observed for both summer and winter case scenarios. 
Furthermore, the critical span of VL3 was considered around 6 m. Hence, loading of VL3 line conductor as well 
as its dynamic ampacity was calculated based on its critical span. 

3.4.3. Static and Dynamic Ampacities 
The dynamic and/or static ampacity is based upon two main factors, i.e. physical characteristics of the conductor 
and environmental parameters [9], with sub categories such as conductor diameter, conductor temperature, am-
bient temperature, wind speed, angle between wind speed and conductor, and solar radiation. The dynamic and 
static line ampacities for VL3 overhead line are calculated in this section in addition to line current (based on the 
monthly load changes and the hourly wind power generation), which is illustrated in Figure 5. Note that the 
static rating is not totally static since it is divided into one static “winter” and one static “summer” rating. 

Regarding network operations, the analysis shows that during winter, the dynamic and even the static line 
ampacity is sufficient in terms of electricity flow through the overhead conductor as required based on the load 
demand. However, in summer, the situation is different, due to excessive ambient temperature: the line cannot 
be allowed to transmit the required flow of electricity due to the risk of conductor deterioration or sag problems. 

As Figure 5 shows, in winter, both SLR and DLR are higher than the line current and hence the line can be 
loaded up to its full capacity without any risk during this period. However, during summer timings, the line 
cannot be allowed to carry the required current (as is clear from the graph, both SLR and DLR are seen to be 
lower than the line current). The significance of this graph is that with the traditional approach, network opera-
tors need to consider corrective actions or curtailments during all summer months. With DLR, corrective actions 
or curtailments are only necessary during a few summer days. 

4. Economic Analysis of Ampacity Upgrading Methods 
4.1. Introduction 
Based on technological advancements in the wind energy sector, the cost of electricity produced from wind 
power is significantly reduced: one seventh of the electricity cost in the early eighties [23]. When carrying out 
an economic analysis of the wind power system, it should be checked whether this project will be profitable 
(even on a short-term basis) or not from an economic perspective. The decision -making plays a vital role in this 
regard and needs to take into account the interests of all the stakeholders involved. From a wind farm owner’s 
perspective, the economic analysis of wind power generation involves three main categories of economic costs 
[20]: 
• Capital costs related to construction of the wind farm. 
• Fixed operation costs. 
• External costs of the wind power generation (termed the leakage costs). 
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Figure 5. Static and Dynamic Ampacities (A) versus the Line Current (A) in 2012.                                             

 
In this project, besides wind power analysis, the DLR approach is also taken into account. Based on DLR, 

better information on the actual ampacity of an overhead line may allow an increased flow of energy. A direct 
economic advantage for a DSO can be to save money in the short or long term by postponing or avoiding up-
grade of existing line (s) or construction of new line (s). Moreover, the delay in investments may help in en-
hancing the effectiveness of spent money [11]. However, since power system infrastructure is a regulated natural 
monopoly, it can be difficult to estimate exactly the share of the benefits each stakeholder receives. From a DLR 
perspective, many financial benefits can be directly or indirectly achieved (depending on the type of regulation) 
[11]. 
• Cheaper electricity for consumers (a DLR advantage for society). 
• Better prices for the wind power owners (in terms of lower connection fee). 
• Improvement in economic use of transmission lines (useful for the DSO). 
• Making asset utilization cost effective (valuable from a DSO perspective). 

4.2. Economic Analysis of Ampacity Upgrading Methods 
4.2.1. Introduction 
By adopting the DLR approach, the capacity of an overhead conductor is increased to a significant extent by al-
lowing the transfer of more electric power [12]. Other options if the capacity needs to be increased are to replace 
the existing conductor with a high temperature-sustaining conductor or to construct a new line in parallel with 
the existing conductor. The hypothesis is that these kinds of solutions are less appropriate from economic, envi-
ronmental and social perspectives [11]. DLR allows operators opportunities for delivering more power during its 
peak demand and avoiding unnecessary load shedding under contingency conditions [24]. Similarly, the power 
capacity limitations for any DSO can also be expensive, while a small increase in the capacity of the overhead 
lines may have significant economic effects [19]. In the following sections, annual revenue based on increment 
in capacity is calculated, both for a DLR approach to an existing conductor (VL3) and for traditional solutions, 
including investing in a new overhead conductor (area 593 mm2). Finally, the economic value of postponing the 
power system investments will also be taken into account. 

4.2.2. Net Annual Income Based on the DLR Approach 
The dynamic ampacity in this project was calculated for the whole year of 2012 and was based on a particular 
hour of the day. The selection of that hour was assumed as random and was chosen within a 13-hour range (7 
am to 7 pm). Based on this ampacity rating, the allowed energy flow DLRE  during the selected hour was calcu-
lated for the whole year of 2012 and is given as: 

DLR 38.51 GW h yearE = ⋅  

Similarly, based on the static ampacity rating, the allowed energy flow SLRE  (for a single hour in a day) 
through a “VL3” overhead line for the whole year of 2012 was calculated as: 

SLR 21.68 GW h yearE = ⋅  
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From the calculations of DLRE  and SLRE , the theoretical maximum energy flow through the “VL3” over-
head line on the basis of dynamic ampacity is around 1.8 times higher than if static ampacity is used. Hence, the 
energy that is curtailed by the SLR approach can be transferred with the help of the DLR technique across the 
same overhead conductor. Hence, the increased possible transfer of energy through VL3 overhead line by re-
placing SLR with DLR is equal to: 

16.83 GW h yearDLR DLR SLRE E E∆ = − = ⋅  

Furthermore, applying the real-time dynamic rating technique across an existing overhead conductor requires 
equipping the line with useful communication and computer tools for transferring the real-time data from the 
line corridor to the control room. The different monitoring and communication tools are available in this regard; 
CAT-1 transmission line monitoring system is one of them [25]. If these tools are installed across an existing 
overhead conductor for continuous real-time monitoring and transmission of data to the DSO’s control center 
then it costs around $200,000 (one time product cost estimation) for a single existing transmission line conduc-
tor (excluding the shipment, installation and O&M costs) [20]. Now converting it to SEK (1 SEK ≈ $0.15), the 
first time expenditure DLRD  will be equivalent to: 

DLR 1.317 MSEKD =  

With the help of the DLR technique, the transfer of electricity through the existing overhead conductor is sig-
nificantly higher than its flow based on the traditional SLR approach. The net annual income DLRI  based on 
this allowed energy flow at an assumed electricity price ( λ ) of 0.369 SEK kW h⋅  [26] for the year of 2012 
will be: 

DLR DLR DLR 4.89 MSEKI E Dλ − =∗= ∆  

Furthermore, due to the involvement of different stakeholders in the electricity market, it is difficult and com-
plex to estimate the income or profit for each stakeholder involved, i.e. how much share should be allocated to 
the wind power owners, the utilities and the DSOs when the energy is transferred based on the DLR approach 
(particularly due to its dynamic nature). Hence, to avoid such assumption-based profits or incomes for each 
stakeholder, it is better to focus on the economic analysis based on the benefit of capacity increase across an 
overhead line. This financial benefit after implementation of the DLR approach across the existing overhead line 
(VL3) is now calculated as: 

DLR
DLR

DLR

0.29 MSEK GW h
IB
E

= = ⋅
∆

 

DLRB , indicates that an increment of 1 GW∙h energy flow through an existing overhead line (VL3) may yield 
a theoretical benefit of 0.29 MSEK during the first year (as it assumes 1.317 MSEK/year in operating costs, i.e. 
valid for first year only). The economic benefit in reality is more complex and will be discussed later in section 
4.3. 

4.2.3. Net Annual Income in Case of Upgrading the Line 
The allowed energy flow uE  through the new planned overhead conductor of area 593 mm2 based on its static 
ampacity (63% of that of the existing conductor) during the whole year of 2012 is found to be around 35 
GW∙h/year: 

35.37 GW h yearuE = ⋅  

Replacement of the existing line “VL3” with a new conductor that has an area of 593 mm2 and the length of 
30 km will require an approximate total capital cost ,u tC  of: 

, 32.1 MSEKu tC =  

Assuming that the cost related to upgrading the conductor is financed by a loan at a nominal interest rate of 
7.5% (real interest rate + expected inflation) and the loan is required to be paid in a period of 20 years, then, 
based on this data, the capital cost of upgrading the conductor on annual basis ,u aC  can be calculated with the 
help of the annuity method. Moreover, by this method, the value of the annuity (based on pay-back period and 
the interest rate) can be calculated with the help of Equation (4.1) [18]: 
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,                                      (4.1) 

where a is the annuity, r is the nominal interest rate, and n is the pay-back period in years. Based on Equation 
(4.1), the annuity will be: 

( )
( )
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20

0.075 1 0.075
0.097

1 0.075 1
a

× +
= =

+ −
 

After calculation of the annuity, the annual capital cost of replacing the existing overhead conductor (VL3) 
with a new overhead conductor (of area 593 mm2) can be calculated with the help of Equation (4.2) [18], i.e. 

, ,u a u tC a C= ×                                           (4.2) 
6

, 0.097 32.1 10 3.11 MSEKu aC = × × =  

After replacement of the existing conductor with a new overhead line that has 1.1 times larger cross-sectional 
area, the transfer of electricity (based on SLR approach) through this new overhead line is increased significant-
ly compared to its flow through the existing smaller cross-sectional area overhead line. Moreover, the energy 
(based on static ampacity) that is curtailed by existing conductor ,u aE∆  can be transferred through the new 
overhead line and is given as: 

, 13.69 GW h yearu aE∆ = ⋅  

0.369 SEK kW hλ = ⋅  

, , ,u a u a u aI E Cλ= ∆ −×  

or, 

, 13.69 0.369 3.11 1.94 MSEK yearu aI = × − =  

where λ  is the current electricity price and ,u aI  is the net annual income after the line upgrading. The eco-
nomic analysis of the increase in conductor capacity when the existing overhead line is upgraded with a new 
overhead conductor with the aforementioned specifications will be: 

,

,

0.14 MSEK GW hu a
u

u a

I
B

E
= = ⋅
∆

 

Based on this value, it is observed that, after the upgrading of the existing conductor, an increment of 1 GW∙h 
energy flow through the new overhead line may yield a theoretic maximal benefit of 0.14 MSEK during a single 
year.  

4.2.4. Net Annual Income in Case of Building a New Line 
An approximate total capital cost ,n tC  associated with building a new overhead line of about 30 km in length 
with an area of 593 mm2, designed for 130 kV operating voltage is: 

, 39.3 MSEKn tC =  

Similar to upgrading of the line, if the construction of a new overhead conductor is financed in the form of a 
bank loan at a nominal interest rate of 7.5% with a pay-back period of 20 years, then the annual capital cost 

,n aC  calculated with the help of annuity method from Equations (4.1) and (4.2) will be: 

, ,n a n tC a C= ×  

where, 

( )
( )

20

20

0.075 1 0.075
0.097

1 0.075 1
a

× +
= =

+ −
 

Hence, the annual capital cost for the new line construction will be: 
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6
, 0.097 39.3 10 3.81 MSEKn aC = × × =  

After construction of a new overhead line with 1.1 times larger cross-sectional area, the transfer of electricity 
(based on the SLR approach) through this new overhead line is significantly increased compared with its flow 
through the existing smaller cross-sectional area overhead line. Furthermore, the energy (based on static ampac-
ity) that is curtailed by existing conductor ,n aE∆  can be transferred through the new overhead conductor and is 
given as: 

, , 13.69 GW h yearn a u aE E∆ = ∆ = ⋅  
0.369 SEK kW hλ = ⋅  

, , ,n a n a n aI E Cλ= ∆ −×  

or 

, 13.69 0.369 3.81 1.24 MSEKn aI = × − =  

where λ  is the current electricity price and ,n aI  is the net annual income after the new line construction. The 
economic analysis related to increase in the conductor capacity when a new overhead line (with aforementioned 
specifications) is constructed in place of existing conductor will be around: 

,

,

0.09 MSEK GW hn a
n

n a

I
B

E
= = ⋅
∆

 

Based on this value, it is observed that an increment of 1 GW∙h energy flow through the new overhead line 
may yield a theoretical benefit of 0.09 MSEK during a single year.  

4.2.5. Comparison amongst Ampacity Upgrading Methods 
In this section, a comparison amongst different ampacity upgrading techniques is taken into account. The am-
pacity upgrading methods for replacement of a smaller overhead conductor with a new larger overhead conduc-
tor and new line construction are considered as conventional approaches for the transmission of electricity that 
otherwise cannot be transferred through the old smaller overhead conductor. From a technical perspective, any 
of these conventional ampacity-upgrading methods can be considered useful in terms of required electricity 
transmission but from an economic perspective, these methods are less desirable. In comparison with conven-
tional ampacity upgrading methods, it is observed that the dynamic line rating approach is not only useful from a 
technical perspective but also feasible from an economic perspective. Furthermore, Table 6 gives an overall 
picture of the annual benefit from the increase in conductor capacity with the help of different ampacity upgrad-
ing methods. 

From Table 6, it is observed that the DLR approach is significantly profitable in comparison to conventional 
ampacity upgrading techniques. However, on the basis of limited information, it is difficult to find and compare 
the exact turnovers from the aforementioned ampacity upgrading techniques. For example, the energy transfer 
through conductor replacement or through a new line construction is based on a static ampacity approach which 
may yield the predictable revenue, whereas the revenue based on dynamic line ampacity cannot be predicted due 
to significant variations in the conductor capacity.  

Therefore, the revenue-based comparison cannot be estimated amongst static and dynamic line ratings. 
Moreover, the cost of dynamic rating equipment and their control room issues are uncertainties when estimating 
the profits obtained from the dynamic line ratings compared with the profits based on conventional static am-
pacity techniques. Therefore, these figures cannot be regarded as reliable and may differ in reality.  

 
Table 6. Annual benefit from ampacity upgrading solutions.                                                                 

Ampacity Upgrading Solution (s) MSEK/GW∙h 

Dynamic Line Rating 0.29 

Conductor Upgrading 0.14 

New Line construction 0.09 
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5. Conclusions 
This paper presented analysis results from an application study where dynamic line rating was implemented 
across an overhead line located in a 130 kV sub-transmission system. The static as well as dynamic ampacities 
has been calculated to estimate the accurate range of loading an overhead line throughout the whole year. The 
application study also investigated the integration of a 60 MW wind power park. Based on wind power produc-
tion and power demand in the system, the line current and conductor temperature has been calculated. Thereafter, 
a comparison amongst conductor ampacities and the line current was carried out to investigate how much further 
the overhead conductor can be rated (loaded). 

The results of this paper indicate that dynamic line rating significantly has the potential to improve the capac-
ity of a power component (here exemplified by an overhead conductor) and to facilitate wind power integration. 
During winter, due to low ambient temperature and minimum solar radiation, the dynamic ampacity of an over-
head conductor is found to be many times higher than its static ampacity. However, during peak summer days, 
both ampacity ratings are almost identical and lower than actual line current.  

From an economic study, it is observed that the ampacity upgrading of an overhead conductor on the basis of 
dynamic rating is significantly profitable in comparison with conductor replacement or new line construction 
techniques. The main contribution of the paper is to combine theoretical calculations and modeling with real ap-
plication. Besides received results and conclusions, data from this paper can be valuable because of reference 
material within other studies of wind power and/or dynamic rating. 
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